
.. , 

Subject: CANTON CROP FORGE (CDF), CANTON, OIDO 
Oil/Water Separation Design 

OVERVIEW: 
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Currently various waste streams are sent to three ponds in series for treatment. The waste streams 
include oil separated from the waste stream off the forge presses. Oil is injected on the inlet side 
of the hammers for lubrication. Discharge steam from the presses passes through a steam/oil 
separator. Oil from this process is recovered in Pond No. 1. The project should evaluate three 
items. 

1. There are three distinct condensate systems: the main exhaust, the Power 
House low pressure steam, and the primary separator. FBA will evaluate 
the upgrade of each system. 

2. Replacement of oil/water separation system with a new more efficient 
inground tank. This item will include repiping of facility to new unit. It 
should also consider placing oil separator as close to the source as possible. 

3. Replace existing steam/oil separator on main 14-inch exhaust line with new 
best available technology unit. FBA should present latest technology 
available for consideration. 

4. Closure of existing Pond No. 1. FBA will provide permitting requirements 
for closure of the pond along with a work plan for sampling and testing of 
sediment not able to be recycled. . 

OIL/WATER SEPARATION PHASE 

SITE INFORMATION: 

The existing site comprise approximately 31 acres along the north side of Southway St. 
Currently the surface drainage is collected in three ponds, designated as Pond No. 1, 2 and 3. The 
project site has several storm drains which receives flushing water, roof drains and surface 
drainage exiting into on-site ponds. The ponds are identified as No. 1, 2 and 3. Pond No. 
Approximately six (6) acres collects in Pond No. 1 on the west end of the site. Pond No. 2 
collects the major part of surface drainage through out the center of the site. About eleven (11) 
acres draining eastward and about fifteen (15) acres draining westward into Pond No. 2. The area 
collecting into Pond No. 1 and the 11 acres draining eastward into Pond No. 2 comprise the extent 
considered as the limits for treating the runoff from the oil contaminated surfaces. The balance 
of the area is generally free from contaminants and is collected in pond No. 2 and pond No. 3. 
A small amount of drainage discharge in existing swales and draining off to open streams. 

EXISTING FACILITIES; 

The Pond No. 1 at the west end of the plant receives runoff has four drains in the area. 
Three are approximately six to eight feet below the surrounding surface while one is approximately 
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eighteen feet below grade. Its is impractical to install underground oil water separator below six 
foot of cover. The deeper installation will require engineering design that currently is not 
available. The shallow installations are available form several manufacturer and will contribute 
to competitive bidding. The total flow going to the separator should be brought up to a higher 
elevation and discharge to a shallow storm water collection system. 

The existing storm drains discharging into Pond No. 1 ought to be collected into a single 
system, pumped to a higher elevation and routed through a shallow oil water separator. The 
economical advantage would be in lower installation and construction cost for the oil water 
separator. 

Pond No. 2 has three pipes at approximately five to nine foot deep. There is the possibility 
of going upstream to intercept and treat the wastewater. Collecting. contaminated and surface 
runoff at or nearest to the point of pollution could be a major benefit in construction cost. 
Rerouting of storm collection system may be more suitable and provide a better solution to a 
problem. 

· . Pond No. 3 appears to have very little contamination in the area and will not be considered 
in treating any wastewater UNDER THE CURRENT CONfRACT. 

SURFACE WATER RUNOFF PARAMETERS: 

Design parameters for estimating surface runoff is determined by selecting a rainfall event 
and calculating the Design Flow for the contaminated area. The treatment rate is established by 
calculating the surface area in square feet times the rainfall in inches per hour converted to cubic 
feet times gallons per cubic feet divided by sixty minutes to get gallons per minute. The treatment 
rate can be determine by the following: 

Q (gpm) = Area (Sq. Ft.) x Rainfall In./Hr. x 0.0104 gpm 

The rainfall event selected and put into the calculation will affect the required size of an 
oil water separator(s). The amount of rainfall expected every two years for the Canton area would 
be 1.2 inches per hour. Applying this factor in the calculation to the existing tributary area to 
Pond No. 1 an 2 would equate to 10,000 gallons per minute (gpm). A five year rainfall criteria 
would produce approximately 12,000 gpm and a ten year rainfall would generate 16,000 gpm. 

The total flow if captured with the ten year rainfall with 16,000 gpm would require four 
oil water separator with a flow rate of four thousand gpm each. The cost of each separator 

. installation and associated requirements would establish the base price at the design rate noted. 

A consideration for reducing the potential high cost would be to provide the highest degree 
of treatment at the lowest cost of capital improvements. Isolation and determination of contaminate 
area is the initial step for computing and sizing an oil water separator. When permitted or by 
design water-run from essentially oil-free areas should be routed around the separator, otherwise 
the facilities for separation becomes too large. Storm water from surface areas that are essentially 
free from contamination and can be collected in a separate drainage system should be considered. 

Approximately the east half of the plant site is relative free from oil contamination and can 
drain directly into existing surface collection system. 
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A design option for treating first flush of all storm worm water ·through an oil-water 
separator and bypass the excess flow into Pond No. 2 .. This would favor a reduce design criteria 
for sizing an underground oil water separator and be a significant economical strategy. 

Pond No. 2 currently has a existing twenty four hour surface water oil collection system 
that remove oils mechanically. This system would still provide the opportunity to remove floating 
oils when storm bypass or excessive rainfall events would occur. 

TREATING OILY WASTEWATER: 

Rendering oily wastewater acceptable in outfall drainage facilities can be achieved with a 
number of methods. These can include gravity, coalescing with a media, flotation, chemical and 
physical treatment. Parameters should consider maximum and minimum flow rates. Condition 
of the oil, both in free and globules. Specific gravity and viscosity affect the productive rate of 
removal. The pH and temperature are other parameters that should be considered when solving •· 
removal solutions. 

Oil water separators can be installed above grade or underground. Surface runoff can be 
treated effectively with underground tanks. The depth of existing drainage systems are a factor 
in design strategy used and followed by manufactures. · 

TREATMENT APPROACH: 

The basic tactic considered is to collect the storm water at such rate to capture the design 
flow in existing and or new storm drain system, control the flow, separate the oily wastewater and 
discharge the effluent to receiving waters. The storm runoff will be directed to an underground 
oil-water separator. The oil (light oils and greases) and heavy sludges (grease, oils and foreign 
matter) will be separated from the surface runoff, stored, monitored and the capfured oil and 
sludges will be pumped out from the storage vessel. · 

Consideration in recovering and disposing of the sludges from the storage tank should be 
given to the following: 

1. Contract out to private hauler the removal of wet sludges on an annual bases. 
2. Install a sludge press to minimize and reduce the quantity of sludge hauled from the 
plant. 

OIL/WATER ·SEPARATION OBJECTIVE; 

Currently various waste streams are directed to the ponds for collection and treatment. The 
waste streams include oil collected from the forge presses. Discharge steam from the presses 
passes through a steam/oil separator. Oil from this process is recovered in Pond No. 1. Other 
oils are collected in pond No. 2. Improved oil/water separation can be achieved with under 
inground oil/water separators. These are place at strategic locations on or with the storm drainage 
system, intercepts the surface run off and treats the oily waste through gravity removal, assist · 
coalescing, air flotation, chemical treatment and physical ultrafiltration. 

The underground gravity and coalescing oil/water separator tank will be the method 
considered for removing oily waste from the surface runoffs. Surface runoff is generated by the 
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annual rainfall. Rainfall intensity has a major effect on the washing, flushing and naturally 
cleansing the surfaces of roofs and grounds. The storage of casting and other materials contribute 
to the oil entering the storm water system. The amount will vary with the intensity of the rainfall 
and natural gravity flow of liquids finding their way into the waste stream. 

PROPOSED OPTIONS: 

****TIIB FOLLOWING IS ONLY A rnEf'J<; LIST**** 
IT NEEDS TO BE PUT IN A BRIEF WRITfEN FORM. 

OPTION 1 
SW SIDE: OIL WATER SEPARATOR w/ SCREW PUMP 
1. ROUTE AND COLLECT STORM DRAINS TO ONE LOCATION - NEW STORM DRAIN 
2. PUT IN SCREW PUMP TO RAISE LIQUID TO HIGHER ELEVATION 
3. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
4. SIZE AND ROUTE EFFLUENT THROUGH STORM DRAIN TO POND NO: 2 

OPTION2 
SW SIDE: OIL WATER SEPARATOR w/ NEW STORM DRAIN "A" 
1. ROUTE NEW STORM DRAIN TO A LOCATION (SHALLOW SYSTEM) 
2. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
3. SIZE AND ROUTE EFFLUENT THROUGH STORM DRAIN TO POND NO. 2 

OPTION3 
SW SIDE: 1 OIL WATER SEPARATOR w/ STORM DRAIN "B" & BYPASS 
1. ROUTE NEW STORM DRAIN TO A LOCATION (SHALLOW SYSTEM) 
2. PROVIDE STORM BYPASS STRUCTURE TO POND NO. 2 
3. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
4. SIZE AND ROUTE EFFLUENT THROUGH STORM DRAIN TO POND NO. 2 

OPTION 4 
CENTER: OIL WATER SEPARATOR ON EXISTING STORM DRAIN 
1. SEPARATE SYSTEM AND COLLECT NORTH DRAINAGE TO A SEPARATOR 
2. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
3. SIZE AND ROUTE EFFLUENT TO POND NO. 2 

OPTIONS 
CENTER: OIL WATER SEPARATOR ON EXIST. NORTH DRAIN w/ BYPASS 
1. SEPARATE SYSTEM AND COLLECT NORTH DRAINAGE TO A SEPARATOR 
2. PROVIDE STORM BYPASS STRUCTURE TO POND NO. 2 
3. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
4. SIZE AND ROUTE EFFLUENT TO POND NO. 2 
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OPTION 6 
CENTER: On.. WATER SEPARATOR w/ CENTER STORM DRAINS w/ BYPASS 
1. ROUTE AND COLLECT STORM DRAINS@ CENTER LOCATION, NEW STORM DRAIN 
2. PROVIDE STORM BYPASS STRUCTURE TO POND NO. 2 
3. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
4. SIZE AND ROUTE EFFLUENT THROUGH STORM DRAIN TO POND NO. 2 

OPTION7 
CENTER: OIL WATER SEPARATOR@ CENTER w/ BYPASS 
1. ROUTE AND COLLECT ALL STORM DRAINS @ ONE LOCATION w/ BYPASS 
2. PROVIDE STORM BYPASS STRUCTURE. TO POND NO. 2 
3. SIZE AND PROPOSE OIL WATER SEPARATOR UNIT(S) 
4. SIZE AND ROUTE EFFLUENT THROUGH STORM DRAIN TO POND NO. 2 

~ SOLJD]illjS; 

-•~FINISH COST BEFORE DECIDING BEST ALTERNATIVE0 
·--------

o;J?_/ ~ ~~~~ ~ ~ 
1-~ 
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CLIENT 

FBA ENVIRONMENI'AL. INC. 

Canton Drop Forge 

MINUTES OF MEEIING 

DATE 

JOB NO. 

June 29, 1994 

7300-01 

PRESENT FOR CLIENT Keith Houseknecht 

PRESENT FOR FBA 

LOCATION 

Randy Drazba, Carl Mumford, Willis Thomas and Chuck Hall 

Canton, Ohio 
****************************************************************************** 

Items of discussion: 

1. The sanitary line from Building "A" actually flows inside of another sewer at 
Building "B". 

2. Keith made comments on our drawing. He recommends that FBA' s survey crew 
return to the plant before 2:00 p.m. A Canton Drop Forge pipe fitter who has 
the most knowledge of plant piping completes his shift at 2:00 p.m. If we cannot 
have the survey team there tomorrow before 2:00, then we should reschedule this 
work for next week. 

3. Canton Drop Forge will be sampling steam lines before entry into the separator . 
(temperature, steam flow and ppm oil). Steam flow varies tremendously. 

4. Hot Process Softener removes most oil before water and/ or steam goes to boiler. 
Have three boilers at 59,500 PPH each. 

5. Oil is fed directly into each hammer and is consistent throughout shop. Die oil 
varies according to type of product. 

6. Over next five years Canton Drop Forge will be evaluating the future of the hot 
process softener (HPS). P = pump. Keith's idea about the process change is 
shown below: 

---- > HPS ----> 2 stage anthracite filters ---P----> boilers 

They are considering diverting steam to zeolite softeners followed by oxygen 
scavenger before the anthracite filters. 
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Canton Drop Forge 
Minutes of Meeting 
June 29, 1994 
Page 2 

7. Keith wants a static screen designed in pairs so one unit or part of unit may be 
removed for cleaning. The screen would be installed upstream of cyclone 
separator. This screen could be similar in design as a Y -type strainer with two 
separated legs. 

8. Die lube is Rite Lube (heavy oil SP = 1.06 & 1.2). Cylinder oil is injected into 
the hammers. Attached are MSDS sheets on these oil products. 

9. Keith does not have any topo maps of site grading. 

10. In the southeast comer of the Die Shop Building there is a cooling water system 
that discharges an oily blowdown. 

11. Keith's 0/W concept is to use satellite "small" separators located at various 
processes. Pond No. 1, adjacent to Main Stack; Boiler House near Hot Process 
Softener. 

12. Highland requires coalescers to get oil/grease to 15 mg/1? Continuous oil 
removal would minimize oil sloughing from separator during high flows. 

Keith recommends treating first flush and a by-pass structure would be used to 
collect solids and trap oil for diverting to a satellite 0/W separator. Keith seems 
to be leaning in the direction of the Highland Tank Unit type 0/W separator. 
Willis considered 10-year 1.8 to 2.0" rainfall. 

A 2-year event is 1.5" to 1.6" storm 

13. Keith wants to concentrate and/or dewater sludge to meet Paint Filter Test for 
landfilling the sludge. He asked that we house these dewatering facilities in a 
pole barn type structure. They have ash on site that can be mixed with the 
dewatered sludge for increasing the solids concentration. 

FBA should also consider some type of oil storage tank for collecting, 
concentrating and storing oil for periodic removal by a private contractor. 

Separate Die Lube which would be discharged to 55-gal drum for Contractor to 
process for reuse. This oil contains graphite. 

14. Canton Drop Forge is an industry defmed by the following: SIC Code 30; 
process metals industry; and they .participate with the Forging Industry 
Association. 
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Canton Drop Forge 
Minutes of Meeting 
June 29, 1994 
Page 3 

15. Provide Treatment Building- "Dedicated Pole Barn". Can mix ash from Boiler 
House to increase solids and also scrapings from floors. 

azba 
S:\S1121:ed\Div2\ WP\PJCD\catldrp.M_in 
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•··-··· .. ____ ···-........ ···-· ·-·· --------------- ------·-Al..'---·----· -~ ' 
- . 1 R !TE-LUBE CORPORATION Dal:• - 6/;;:;;?/' 

orn•r Numb •r : g 4 999 SHIPP;R NUMBER ; 
MAJER!AL SAFETY DATA SHE;T 

REVISION NQ,; 001 REVISION DAIS; \li61°9 
SECT!DN ! - SOURCE AND NOMENCLATURE 

f•i:l;ur,r '1 N:1m, 
E-LUBE CORPORATION .. ~ . 
. Box 120, Brooki'iald, Ohio 44403 
ical familu 
phite in Oil 
ical N1m1 tnd Synonym! 
t 9 

Em,rg,ncu T,1,phone No. 
313-984-:,581 

Tr~dq Namv and Synonym~ 
ES 13557 

SE~TiON !I'- OSHA qg9VLATED !NGREDIENTS 
C. A. S. Exposur .. 
Mat "rial 
8002-05-9 
7782-42-5 
7631-86-9 

=-~-:---~------------------- 'd9._L % _,,t,_..,_i.!JJm'-"i-"t'----
P ?tro la um Oil 76.00 :,,oo MG/~ 
Qraphit~ 20.00 1:,,00 MPPC 
Amorphous Silica 2.00 6.00 MG/t · 

SECT!ON III - PHYSICAL 
ing F'.oint · 
ing Point 
ii'ic Gravity 
oCh@mically Reactiv9: 

N/A Vapor Pr•ssure 
NIA Evaporation Rate 

1. 06 Solubilit11 in Watar 
N 

!JATA 
NIA 
N/A 

Vapor D"n•ity 
Volatile 

Insolublir 

C. : N/A G/L, 
METHOD-EPA 24) 

arancp/Odor 
ck Black f1uidi Mild P1tr9l~um Odor 

SECTION TV - FIRE AND EXPLOSION HAZARD DATA 
h Point: ~450 F FLAMMABLE (EXPLOSIVE) LIMITS Upper 

..2..l!. 
v11land • pan Cup• 
ngvi~hing Media 
~. CARBON DIOXIDE, DRY CHEMICAL. 
i•l Fir! Ftgh~tnq ?r9c~dur1s 

.F CONTAINED BRE,'ITHING SUPPLY. 
u•l fir! tnd Ezglo,ion Ha1ar1, 
I 

,ct~ qi' Ovar~~oo~ur~ 
1lati9n 

SECT10N V - HEALTH HAZARD DATA 

ACUTE EFFECTS EXP~CTED WITHIN EXPOSURE LIMITS. 

1~tion 

Lower 
NIA 
NIA 

I CAUSE GASTROINTESTINAL IRRITATION, NAUSEA, VOMITING AND DIARRHEA. 

'CAUSE TEMPORARY EYE IRRITATION. 
l 
'EATED OR PROLONGED CONTACT CAN CAUSE IRRITATION AND PERMATITIS. 

NIA 
NIA 

RECEllJED 
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- 2 Cu•t. Nu. 84000, Bhipptl' No. ,. 
ur..~ ing f1r~t Aig Proc,dur,, 

ES 1.3557 

l•tion 
~FFECTED, REMOVE INDIVIDUAL TO FRESH AIR. 

:ition 
" INDIVIDUAL CAL;-1 AND SEEK MEDICAL ATTENTION IMMEDIATELY. 

SH EYES WITH WATER AND SEEK MEDICAL ATTENTION IF IRRITATION OCCURS. 

H WITH SOAP AND WATER1REMOVE CONTAMINATED CLOTHING AND LAUNDER BEFORE REUSE. 

it ions 
BLE. 

Contr~buting 
SECTION V! - REACTIVJTY DATA 

~o In:;t.abilitu 

itions Contributing to Ha1~r9ous Polymeri;ation 
E. 
mpatibilitu (MATERIALS TO AVOID) 
ONG OXIDIZERS. 
rdous o,camoo,ition of Products 

C0:2. 

SECTION VII - SPILL OR LEAK PROCEDURES 
, to b• Tak,n inc~~, M•t,rial !1 a,1,e,,d 2r Botll,d 
LY ABSORBENT MATERIAL ANO"TRANSFER TO CONTAINERS. 

• Piscg14l Mt~hgd 
!SULT WITH FEDERAL, PROVINCIAL ANO LOCAL WASTE REQULATIONS • 

SECTION vrrr - SP;CIAL PROTECTION r~~F~P~B~M~AwI~J~P~N,_ _______ _ 
ilition R1auir1m,ot1 

iVIDE SUFFICIENT MECHANICAL VENTILATION TO MAINTAIN EXPOSURE BELO\.l TLV(Sl. 
9t1ctiv1 Eau£om,nt: 

:AR SPLASH GOGGLES OR OTHER·APPR•PRIATE EYE PROTECTION. 
~ 
:AR PROTECTIVE GLOVES TO PREVENT RE?EATED OR PROLONGED CONTACT. 
;p irator 
'THE TLV OF THE PRODUCT IS EXCEEDED,A MECHANICAL OR SELF-CONTAINED BREATHING 
'PARATUB IS ADVISED. 
LU: 
l SPECIAL' EGUIPMENT DEEMED NECESSARY UNDER NORMAL USAGE. .. . _______ _;;, ___________________________ ~------

SECTION IX SPECIAL PRECAUTIONS 
:aution1 to b! T~k1n in Handling and St0r1a, 
JID PROLONGED INHALATION OF MISTS OR VAPORS. 

;e d~ta arw offered in goad faith a1 typical values and not as a product 
:ification. No warranty, either •xpr•ased or implied, is h•r•blJ made. Th• 
lmm•nd•d induatrial hygi • nt and :1af • handling pl'acedures art b• liav• d ta be 
orally applicabl2. Howavwr,- 1ach u~•r should +~vi1w th•~• r • cammendations 
~h• apacific conta,t of th•· intanded use and detarmina whathar tha!J are 
·opriat •. 
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l 
omer· Nymber : 84000 

IHTE-LUIJE CORPORATlUN DatQ • 6/'J'JJ 1 

SHIPPER NUMBER : 
MATERIAL SAFETY DATA SHEET 

REVISION NO.: 001 REVISION DATE: 1/26/90 

-Facturl;!r 's Name 
E-LUBE CORPORATION 

SECTION I - SOURCE AND NOMENCL~T~U=R~E=----------
Emergency Telephone No. 

313-984-5581 
~ , 

Ohio 44403 . Bex 120, BrcckJ'ield, 
ical Family 
phite in Oil . 

Trade Name and Synonyms 
ES 13640 

ical Name and Synonyms 
tu-re 

SECTION II - OSHA REGULATED INGREDIENTS 
C. A. S. 
Material ___________________________ Wg t 7. 

8002-05-9 Petroleum Oil 58.00 
7782-42-5 G-raphite 23.00 
7631-66-9 Amorphous Silica 2.00 

Exposure 
Limit 

5. 00 MG/1" 
15. 00 MPPC 

6. 00 MG/i"' 

SECT!ON III - PHYSICAL 
NIA Vapor Pressu-re 

DATQ·---------------,--
N/A Vapor- Density NIA ing Paint 

ing Paint N/A Evapo-ration Rate 
1.20 Solubilit\l in Water 

N 

NIA Volatile NIA 
ii'ic Gravit\/ 
cChemicall\l Reactive: 

Insoluble 

C. N/A G/L, 
METHOD=EPA 24) 

arance/Odor 
u Paste; Mild Pet"l'oleum Odor 

SECTION IV - ~IRE AND EXPLOSION HAZARD 
h Point: >450 F FLAMMABLE (EXPLOSIVE) LIMITS 

tl 
veland Open Cup 
nquishiog Media 
M, CARBON DIOXIDE, DRY CHEMICAL. 
ial Fire Fighting Procedures 
F CONTAINED BREATHING SUPPLY. 
ual Fire and Exolcsion Hazards 
E. 

cts er Overexposure 
lation 

SECTION V - HEALTH HAZARD DATA 

ACUTE EFFECTS EXPECTED WITHIN EXPOSURE LIMITS. 

stion 

DATA 
Uppe-r 
L • we"I' 

N/A 
N/A 

CAUSE GASTROINTESTINAL IRRITATION, NAUSEA, VOMITING AND DIARRHEA. 

CAUSE TEMPORARY EYE IRRITATION. 

EATED OR PROLONGED CONTACT CAN CAUSE IRRITATION AND DERMATITIS. 
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--=: c;. ..... ,~ '•· 1'1'-', Ll"I\.OUU, !.Jlll1JPG1' I\IU. 

L~ q.1_1 t;_ll _.;i.ruLCi.J:J!_t-0,.~.IL!!.r • .U.£.e u y J' e ~ 
-~ld·~l~p 

AFFECTED, REMOVE INDIVIDUAL TO FRESH AIR. 

estion 

[!J l:.J6•1U 

EP INDIVIDUAL CAL~ AND SEEK MEDICAL ATTENTION IMMEDIATELY. 

USH EYES WITH WATER AND SE='.K MEDICAL ATTENTION IF" IRRITATION OCCURS. 

!l 
SH WITH SOAP AND WATER, REMOVE CONTAMINATED CLOTHING AND LAUNDER BEFORE RE'JSE. 

SECTION VI - REACTIVITY DATA 
ditions Contributing to Instability 
ABLE. 
ditions Contribut:ng to Haiardous Polymerization 
NE. 
ompatibility (MATS~IALS TO AVOID) 
RONG OXIDIZERS. 
ardous Decomposition oP Produc~s 
, CO2. 

SECTION VII~ SPILL OR I EAK PROCEDURES 
os to be Takgn in Case Mat~rial is Released or Spilled 
PLY AllSORllENT MATt:.RlAL ANiJ 1RANSFER TO CON1AlNERS. 

te Disposal Method 
NSULT WITH FEDERAL, PROVINCIAL AND LOCAL WASTE REGULATIONS 

SECT!ON VIII - SPECIAL PROTECTION INFORMATION 
tilatign Requirements 
OVIDE SUFFICIENT MECHANICAL VENTILATION TO MAINTAIN EXPOSURE BELOW TLV<Sl. 
rotective Equipment: 

EAR SPLASH GOGGLES OR OTHER APPROPRIATE EYE PROTECTION. 

C:::AR PROTECTIVE GLCVES TO PREVENT RE?E.~TED OR PROLONGE:J CONTACT. 
spirator 
~ THE TLV OF THE PRODUCT IS EXCEEDED,A MECHANICAL OR SELF-CONTAINED BREATHING 
~PARATUS IS ADVISE::>. 
l,er ( 
J SPECIAL EGUIPMENT DEEMED NECESSARY UNDER NORMAL USAGE. 

---------------------------=-=::-c-:-:--SECTION IX SPECIAL PRECAUTIONS 
cautions to be Taken in Handling and Storage 
JID PROLONGED INHALATION OF MISTS OR VAPORS. 

se data are ofPered in good faith as typical values and not as a product 
cirication. No wao'rant•J• either expres;ed or implied, i; hereby made. The 
ommended industrial hygiene and saPe handling procedures are believed to be 
erally applicable. However', each user should revie~ these recommendations 
the specific context of ·the intended use and determine whether they are 
ropriate. ·· 
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CITGO PETROLE\Jtl CORPORATION 
P. 0. Box 3758 

Tulsa, Oklahoma 74102 

11ATERIAL SAFETY DATA SHEET 

Trade Name: CITGO Cylinder Oil 680-7 

CoID1Tiodit.y Code: 35-023 

Synonyms: Lubricating Oil 

CAS Reg. No. : Mixture. 

Citgo Index No. (CIN): 0223 

Technical Contact.: (918) 561-5165 
Medical Emergency: (318) 491-6215 

- . 
Da t.e: 09/17 /85 

MATERIAL !l~ZARD EVAI.U~TICN 
(Per OSHA's Hazard Communication 
Standard [29 CFR Part 1910.1200]) 

Healt.h: Non-Hazardous. 

Precautionary Statement.: None. 

I. GE:lE!UC COMPOSITION/CC~!PC1NE'.HS 

Components 
Refined Petroleum 
Oil(,s) 

Other Refined Petroleum 
Oils 

Refined Animal Fat 

10% Polydimethylsiloxane 
·foam inhibit.or in light. 
mineral oil 

ND= No Dar.a 

CAS ii 
64742-62-7 

Mixture 

Mixture 

Mixture 

N:l -:.. Not A:1·,lic.,;)1~ 
!':~ <:t11:n::1n1:i;v'"ni: Tui= c:n11Tu1 l'\~1n r0ccn::r.nnr.J 

" _,._ 
70-80 

10-30 

5-10 

<0.5 

Oral: 
Eye: 

Skin: 

Ihln: 

Oral: 

Hazard Dar.a 
LD50(rat.): >15g/kg 
Practically Nou-Irritat:~g 
(0.7-1.7/110, Draize) 
Non-Irritating or Practically 
Non-Ircit.at.ing (0-0.6/8, :r~~~e) 
LC50/4H(cat.): >3,31Dmg/m 3 

LDSO(rat.): >Sg/kg 

Non-Hazardous, according t.o supplie: 

Non-Hazardous, according t.o supplie: 
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- "· -3- CIN ii: 0223 

IV. Rl::ACTIV r 7Y DA~·.-,. 

Stability: X Stable Unstable 

Conditions Contributing to Instability: None. 

Incompatibility: Strong oxidants. 

A . -
CITGO 

Hazardous Decomposition Products (thermal, unless other~isc specified): 
CO, CO

2
. 

Conditions Contributing to Hazardous Polymerization: None. 

V. SPILL OR LEAK PROCEDURES 

Procedures if ~aterial is spi]•led: 
Remove sou~ces of heat or ignition, provide 3dequate ve~tilation, contain 
leak. Absorb small spills with suitable.material such as rags, straw or 
sand. Reporc spills as required to appropriate authorities. 

Waste Disposal: 
It is the responsibility of the user to deter.nine if the material is a 
hazardous waste at the time of disposal. 

-.Check before disposing to be sure you are in compliance with all 
applicable laws and regulations. 
' 

Protective measures during repair and maintenance of contaminated equipment: 

Refer to Section VII - Special Protection Information. 
Avoid ?:-olcnged contact wj "::h used oil, ~..;<.sh skin· tb.o:::-oughly -with soap .T:J.d 
water. 
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\Ti:. SPECIAL l KOTEC'llO:' IYFOR.'-!ATION 

Ventilation Requirements-: Ventilation is required when work place exposures exceed 
TLV. Very high mist. concentrations can result in a fire and 
explosion hazard. 

TLV: 5 mg/cu m as oil mist. (ACGIH 1984-85; OSHA 1972) 

Protective Equipment: Specific Personal 
Respiratory: Normally none required. If high vapor or :r:ist c:oncen:.:::-ations 

expected - use respirator approved for organic vapo:::-s 2nd ~ists. 

Eyes: Safety goggles, or chemical splash goggles if splashing is 
anticipated. 

Dermal: Oil impervious gloves if frequent. or prolonged contact. is expected. 

Other Clothing or Equipment: Wear body-covering \.lark clothes t.o avoid prolooged 
or repeated exposure. Launder soiled work clothes before reuse. 

VIII. TRANSPORTATION .~'ID SPECIAL ?~CAUTIONS 

Hazardous ~aterial Placard/Label: None. 

Storage: Store below 120°F. DOT Hazard label not required. Do not apply high heat 
or flame to container. Keep separate from strong oxidizing agents. 

DOT Information: 
DOT/UN Shipping Name: 
DOT Hazard Class: 
DOT/U:-l Hazard Identification '.lwnber: 
DOT Shipping Container Restrictions: 

Petroleum Lubrica~ing Oil. 
Non-Hazardous. 
Noue assigned. 
None. 

Caution: Empty containers may contain product residue which could include
flammable or explosive vapors. 

Consult appropriate Federal, State and Local authorities before reusing, 
-reconditioning, reclaiming, recycling or disposing of empty containers and/or waste 
residues of this product. 

All statements, information, and data provided in this material safety data sheet 
are believed to be accurate and reliable, but are presented "1ithout guarantee, 
warranty, or responsibility of any kind, expressed or implied, on our part. Users 
should make their 0"1D investigations to determine the suitability of the 
information or products for their particular purpose. Nothing contained herein is 
intended .as permission, inducement or recommendation to vfolate any laws or to 
practice any inve=tion cov~:ed by existing patents. 
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